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The Transmission reinforcement and the study criteria used in the coordinated 
interconnection studies will honor and incorporate provisions as outlined in the PJM and 
MISO Business Practices Manuals and their respective Tariffs. 

Example: 

1. PJM and PJM Transmission Owner study and reinforcement criteria will apply to 
PJM transmission when PJM evaluates the impact of MISO generation on PJM 
transmission. 

2. MISO and MISO transmission owner study and reinforcement criteria will apply to 
MISO transmission when MISO evaluates the impact of PJM generation on MISO 
transmission. 

1.12.1 Study of PJM Interconnection Request impacts on MISO transmission 

During the course of PJM Interconnection studies, PJM shall monitor the MISO transmission 
system and provide the draft results of the potential impacts to MISO.  These potential 
impacts shall be included in the PJM System Impact study report along with any information 
regarding the validity of these impacts and possible mitigation received from MISO and the 
MISO transmission owners.   

Following the completion of the PJM System ImpactFeasibility Study and after the 
customers execute the PJM Facilities System Impacts Study Agreement, PJM shall forward 
to MISO, at a minimum of twice per year (November April 15 and May October 15), 
information necessary for MISO and the MISO transmission owners to study the impact of 
the PJM interconnection request(s) on the MISO transmission.  

MISO and the MISO transmission owners shall study the impact of the PJM interconnection 
request(s) on MISO transmission and provide draft results to PJM by: 

 February March 1 for PJM interconnection requests provided to MISO on or before 
November October 15 of the previous year,  

 August September 1 for PJM interconnection requests provided to MISO on or 
before May April 15 of the same year.   

These impacts shall include a description of the required system reinforcement(s), an 
estimated planning level cost and construction schedule estimates of the system 
reinforcement(s).  At times PJM may identify to MISO the need to perform studies 
associated with an interconnection request other than the times identified above.  MISO 
shall endeavor to study these requests at the earliest time which is feasible, but not later 
than the times as specified above (commencing after November April 15 and May October 
15). 

In the event of project withdrawals in the PJM queue, MISO may perform additional reliability 
analysis during the Facilities Studies phase and revise the affected system study results 
provided during the PJM System Impact Study phase.  If MISO identifies required Network 
Upgrades, on the MISO transmission system, due a PJM interconnection request, then the 
PJM Interconnection Customer(s) shall be required to follow all provisions, delineated under 
Attachment X of the MISO tariff, related to Facility Study funding and appropriate Network 
Upgrade Facility Construction Agreement. 


